Abstract: Short-circuit current level of power grid will be increased with high penetration of VSC-based renewable energy, and a strong coupling between transient fault process and control strategy will change the fault features. The full current expression of VSC-based renewable energy was obtained according to transient characteristics of short-circuit current. Furtherly, by analyzing the closed-loop transfer function model of controller and current source characteristics presented in steady state during a fault, equivalent circuits of VSC-based renewable energy of fault transient state and steady state were proposed, respectively. Then the correctness of the theory was verified by experimental tests. In addition, for power grid with VSC-based renewable energy, superposition theorem was used to calculate AC component and DC component of short-circuit current, respectively, then the peak value of short-circuit current was evaluated effectively. The calculated results could be used for grid planning and design, short-circuit current management as well as adjustment of relay protection. Based on comparing calculation and simulation results of 6-node 500 kV Huainan power grid and 35-node 220 kV Huaisu power grid, the effectiveness of the proposed method was verified.
Introduction
Grid-connected power generation scale of renewable energy sources, like wind energy and solar energy, is continuously expanding, and renewable energy sources connected to grid with high penetration will become an important trend of future electric power system [1] [2] [3] [4] . With higher penetration of renewable energy power generation in electric power system, short-circuit currents injected by them during short-circuit fault will increase current at fault point, and consequently, electrical equipment are faced with higher requirements for dynamic and thermal stability [5] . In the meantime, the strong coupling between diversity of their fault transient states and control strategy will change grid fault features and its distribution [6, 7] . Therefore, short-circuit current calculation of power grid with a high penetration of renewable energy sources are basic for the electric power system planning and design, equipment selection, and protection configuration.
Renewable energy source generation is divided into electric rotating machinery and voltage source converter based renewable energy (VSC-based renewable energy), where the former includes synchronous generators and induction generators; the latter includes photovoltaic power generation, direct-driven wind power, energy storage, etc. For electric rotating machinery, short-circuit calculation of synchronous generator is very mature, model of voltage source and series impedance is the basis of fault analysis [8] . Induction generators have different short-circuit current characteristics when In order to determine the short-circuit current level of power grid with high penetration of VSCbased renewable energy, in this paper, from the perspective of short-circuit current features of VSCbased renewable energy, a full current expression of three-phase short-circuit current was obtained. Meanwhile, according to the output current characteristics presented by VSC-based renewable energy in different period of faults, the equivalent circuits of fault transient state and steady state were proposed respectively. Then, the above contents are verified by experimental test and related calculation results. Besides, superposition theorem was used to decompose fault network into normal component network and fault component network, AC component and DC component of shortcircuit current in power grid can be calculated, while the peak value can be obtained further. Finally through simulation results of Anhui power grid in MATLAB/Simulink (R2017a, MathWorks, Natick, MA, USA), the proposed calculation method was verified.
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Unlike conventional sources, short-circuit current of VSC-based renewable energy is influenced by their control strategies. However, transition from normal state to short-circuit steady state, the change of short-circuit current still exists a transient state, including decaying AC periodic component and decaying DC component. Similar to the three-phase short-circuit current of In order to determine the short-circuit current level of power grid with high penetration of VSC-based renewable energy, in this paper, from the perspective of short-circuit current features of VSC-based renewable energy, a full current expression of three-phase short-circuit current was obtained. Meanwhile, according to the output current characteristics presented by VSC-based renewable energy in different period of faults, the equivalent circuits of fault transient state and steady state were proposed respectively. Then, the above contents are verified by experimental test and related calculation results. Besides, superposition theorem was used to decompose fault network into normal component network and fault component network, AC component and DC component of short-circuit current in power grid can be calculated, while the peak value can be obtained further. Finally through simulation results of Anhui power grid in MATLAB/Simulink (R2017a, MathWorks, Natick, MA, USA), the proposed calculation method was verified.
Three-Phase Short-Circuit Current of VSC-Based Renewable Energy
Three-Phase Short-Circuit Current and Transient Equivalent Circuit of VSC-Based Renewable Energy
Unlike conventional sources, short-circuit current of VSC-based renewable energy is influenced by their control strategies. However, transition from normal state to short-circuit steady state, the change of short-circuit current still exists a transient state, including decaying AC periodic component and decaying DC component. Similar to the three-phase short-circuit current of synchronous generator in [8, 27] , when short-circuit steady state is taken into account, a-phase short-circuit current expression of a VSC-based renewable energy under three-phase short-circuit fault can be written as:
i a (t) = I m − I m∞ e − t T + I m∞ cos(ωt + θ 0 ) + I m|0| cos δ 0 − I m cos θ 0 e − t Ta (1) where I m is initial amplitude of AC component, which gradually attenuates according to time constant T , and finally attenuates to steady value I m∞ , ω = 2 πf, f is grid frequency, I m|0| is current amplitude before short-circuit, I m|0| cos δ 0 − I m cos θ 0 is initial value of DC component, T a is attenuation time constant of DC component, δ 0 is initial phase angle of the current before short-circuit, and θ 0 is phase angle of steady short-circuit current. As AC components are symmetrical, (±120 • + δ 0 ) and (±120 • + θ 0 ) are used to replace δ 0 and θ 0 in the above expression, b-phase and c-phase current expressions of VSC-based renewable energy under three-phase short-circuit fault can also be obtained.
According to Equation (1), the short-circuit process of VSC-based renewable energy consists of transient state and steady state, as we all know, in the steady state, the VSC-based renewable energy is equivalent to a current source, and will output stable short-circuit current according to command current. However, it is not suitable for transient state, equivalent circuit of the VSC-based renewable energy will no longer be a current source, which is related to internal control of the inverter.
Next, a further analysis of transient equivalent circuit is carried out. Schematic diagram of a grid-connected VSC-based renewable energy is shown in Figure 2a , where the DC side is a photovoltaic array simulator, and the maximum power point tracking (MPPT) control is adopted to achieve the maximize output power under different light intensity and ambient temperature. By a photovoltaic inverter with LC filter, the VSC-based renewable energy converts DC to AC, and is then connected to the power grid through a step-up transformer. Its terminal voltage u and current i, are collected by measuring elements and is fed into the controller, so that the controller can adjust the output current of inverter effectively. L f and C f are filter inductor and capacitor, respectively, and Z l is line impedance from the grid-connected point of photovoltaic to the fault point.
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Next, a further analysis of transient equivalent circuit is carried out. Schematic diagram of a gridconnected VSC-based renewable energy is shown in Figure 2a , where the DC side is a photovoltaic array simulator, and the maximum power point tracking (MPPT) control is adopted to achieve the maximize output power under different light intensity and ambient temperature. By a photovoltaic inverter with LC filter, the VSC-based renewable energy converts DC to AC, and is then connected to the power grid through a step-up transformer. Its terminal voltage u and current i, are collected by measuring elements and is fed into the controller, so that the controller can adjust the output current of inverter effectively. Lf and Cf are filter inductor and capacitor, respectively, and Zl is line impedance from the grid-connected point of photovoltaic to the fault point. current, G P (s) and G F (s) are the transfer function of PI controller and feedforward control, respectively, according to the control diagram of Figure 2b , the following expressions can be obtained [28] :
By simplifying two equations in Equation (2) and eliminating u i (s), the relationship between terminal voltage u, current i and command current i* is obtained as:
According to closed loop transfer function models of inverter, controller, and filter in Equation (3), the transfer function of output voltage and command current and equivalent output impedance can be obtained [28] [29] [30] , then equivalent of VSC-based renewable energy can be realized through Thevenin or Norton circuit. For VSC-based renewable energy ports, the equation
U is established, where . E s is equivalent potential, which is equal to the product of transfer function G(s) with command current i*, and G(s) is related to control strategy;
. U and .
I are terminal voltage and current respectively; Z is virtual control impedance, determined by control parameters.
In reality, to enhance control performance of VSC-based renewable energy, internal and external virtual impedances will be added to the controller [28] , where internal virtual impedance is used for resonance damping of filter [29] ; external virtual impedance is used to regulate output impedance of VSC-based renewable energy, including external series impedance, is used to realize its power decoupling control in low-voltage power grid [30, 31] , while external parallel impedance is used to harmonic current distribution between multiple sources [32] . VSC-based renewable energy for fault ride-through operation is still under controllable operation status after short-circuit, combining controller's virtual impedance and LC filter, equivalent circuit of VSC-based renewable energy is shown in Figure 3a .
In Figure 3a , equivalent internal potential . E s is equal to product of transfer function G(s) and command current, and G(s) is transfer function related to control strategy. Z vc and Z vg are virtual damping impedances inhibiting filter resonance, Z vp and Z vs are parallel and series virtual impedances to improve output characteristics of VSC-based renewable energy; x L and x C are equivalent reactance of inductance and capacitance of LC filter, respectively; Z tl represents equivalent impedance of transformer and line; Z L and Z l are load impedance and network-side line impedance respectively; and, . E grid and Z s are grid voltage and its short-circuit impedance. It can be known from Equation (1) that short-circuit process of a VSC-based renewable energy contains transient state and steady state. In transient state, initial AC component of VSC-based renewable energy is jointly decided by internal potential, equivalent impedance, and fault condition; while, in steady state, VSC-based renewable energy will output stable short-circuit current according to command current. A simplified control block diagram of inverter and LC filter is shown in Figure 2b . In this figure, ui and u represent output voltage of inverter and terminal voltage in Figure 2a , i* represents command current, GP(s) and GF(s) are the transfer function of PI controller and feedforward control, respectively, according to the control diagram of Figure 2b , the following expressions can be obtained [28] :
By simplifying two equations in Equation (2) and eliminating ui(s), the relationship between terminal voltage u, current i and command current i* is obtained as:
According to closed loop transfer function models of inverter, controller, and filter in Equation (3), the transfer function of output voltage and command current and equivalent output impedance can be obtained [28] [29] [30] , then equivalent of VSC-based renewable energy can be realized through Thevenin or Norton circuit. For VSC-based renewable energy ports, the equation s
where s E  is equivalent potential, which is equal to the product of transfer function G(s)
with command current i*, and G(s) is related to control strategy; U  and I  are terminal voltage and current respectively; Z is virtual control impedance, determined by control parameters.
In Figure 3a , equivalent internal potential s E  is equal to product of transfer function G(s) and command current, and G(s) is transfer function related to control strategy. Zvc and Zvg are virtual damping impedances inhibiting filter resonance, Zvp and Zvs are parallel and series virtual impedances to improve output characteristics of VSC-based renewable energy; xL and xC are equivalent reactance of inductance and capacitance of LC filter, respectively; Ztl represents equivalent impedance of transformer and line; ZL and Zl are load impedance and network-side line impedance respectively; and, grid E  and Zs are grid voltage and its short-circuit impedance. It can be known from Equation (1) that short-circuit process of a VSC-based renewable energy contains transient state and steady state. In transient state, initial AC component of VSC-based renewable energy is jointly decided by internal potential, equivalent impedance, and fault condition; while, in steady state, VSCbased renewable energy will output stable short-circuit current according to command current. I ∞ are transient current and steady current respectively, which are output by VSC-based renewable energy. According to Figure 3b , KVL theorem is used to solve the equivalent circuit to obtain the internal potential of VSC-based renewable energy during transient period as:
where Z vp , Z vs and x L are combined into equivalent impedance Z c , which is expressed by virtual frame in Figure 3b . [27] is jointly decided by equivalent impedance Z c , transformer and line impedance Z tl , as follow:
where L c and L tl are inductances of equivalent impedance Z c and Z tl respectively, R c and R tl are their resistances, respectively. In reality, it is very difficult to obtain the value of equivalent impedance Z c , and its impedance parameter can be estimated in way of experimental test. In this paper, DC component attenuation time constant of VSC-based renewable energy was used to estimate equivalent impedance parameter. Considering that unknown parameters were equivalent resistance and inductance of VSC-based renewable energy, in this experiment, transformer inductance L tl and resistance R tl were changed to obtain DC attenuation time parameters under two external conditions (mean time constants were taken after 20 times of test under each situation) respectively as T a1 and T a2 , and equation set containing two unknown parameters-L c and R c -was established:
where T a1 and T a2 are attenuation time constants obtained under two test conditions, L tl1 and L tl2 are corresponding test inductances, R tl1 and R tl2 are their resistances. Then inductance L c and resistance
Thus impedance parameter of Thevenin equivalent circuit in Figure 3 can be estimated, short-circuit current of VSC-based renewable energy after fault should be smaller than the limiting current, and only in this way can VSC-based renewable energy remain fault ride-through operation. Due to limitations of modulation factors and DC voltage during pulse width modulation, its internal The experimental platform, as established through schematic diagram of Figure 2a , is shown in Figure 4 , where programmable DC power source Chroma 62050H-600S with detailed specifications in [33] is used as photovoltaic array simulator, photovoltaic inverter ES-5TLT (Huaiwei (V-way), Guangdong, China) is a 5 kW three-phase inverter, and programmable AC power source Chroma 61845 with detailed specifications in [34] and AC electronic load are used to simulate fault voltage and grid load. During three-phase short-circuit fault, both convert-type source and power grid will inject short-circuit current towards fault point f. When electrical distance between VSC-based renewable energy and fault point is too short, terminal voltage will decrease greatly and corresponding short-circuit current will exceed upper limit of converter output current, at the moment, photovoltaic inverter will experience automatic blocking and quit operation [14, 21] , without any short-circuit current being injected into power grid.
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Thus impedance parameter of Thevenin equivalent circuit in Figure 3 can be estimated, shortcircuit current of VSC-based renewable energy after fault should be smaller than the limiting current, and only in this way can VSC-based renewable energy remain fault ride-through operation. 
Experimental Test of Three-Phase Short-Circuit Current of a VSC-Based Renewable Energy
The experimental platform, as established through schematic diagram of Figure 2a , is shown in Figure 4 , where programmable DC power source Chroma 62050H-600S with detailed specifications in [33] is used as photovoltaic array simulator, photovoltaic inverter ES-5TLT (Huaiwei (V-way), Guangdong, China) is a 5 kW three-phase inverter, and programmable AC power source Chroma 61845 with detailed specifications in [34] and AC electronic load are used to simulate fault voltage and grid load. During three-phase short-circuit fault, both convert-type source and power grid will inject short-circuit current towards fault point f. When electrical distance between VSC-based renewable energy and fault point is too short, terminal voltage will decrease greatly and corresponding short-circuit current will exceed upper limit of converter output current, at the moment, photovoltaic inverter will experience automatic blocking and quit operation [14, 21] , without any short-circuit current being injected into power grid. Different fault conditions are simulated by regulating fall amplitude of output voltage of programmable power source, and photovoltaic inverter is under normal operation, active power is set as 0.5 pu, and reactive power is 0, three-phase short-circuit happens at t = 0.1 s and the fault lasts Different fault conditions are simulated by regulating fall amplitude of output voltage of programmable power source, and photovoltaic inverter is under normal operation, active power is set as 0.5 pu, and reactive power is 0, three-phase short-circuit happens at t = 0.1 s and the fault lasts 10 periods. The test is conducted under three post-fault voltages U (0.2 pu, 0.18 pu and 0.17 pu), and the obtained three-phase short-circuit current waveforms of a VSC-based renewable energy are shown in Figure 5 . It is found by gradually reducing post-fault voltage amplitude with 0.01 pu being the interval that when post-fault voltage is 0.18 pu, this photovoltaic inverter can still continuously injected short-circuit current. After voltage continuously drops to 0.17 pu, it experiences automatic blocking when output current is nearby maximum value, and afterwards, its current gradually decreases to 0.
Both Figure 5a ,b show the situations where short-circuit current of a VSC-based renewable energy doesn't exceed limiting current, as drop amplitude of terminal voltage continues to increase, short-circuit current of the inverter will gradually rise, and when its command current reaches upper limit, current-limiting link of controller will be started to reduce actual output current of the inverter [14] . DC component attenuation (expressed by dotted line in the middle) of a VSC-based renewable energy, obtained by halving the vertical line between two envelop lines (dotted lines), is shown in Figure 5a ,b. As inductive current in short-circuit loop cannot experience sudden change, this will generate DC component to make instantaneous value of post-fault short-circuit current be equal to the value before fault happens.
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Both Figure 5a ,b show the situations where short-circuit current of a VSC-based renewable energy doesn't exceed limiting current, as drop amplitude of terminal voltage continues to increase, short-circuit current of the inverter will gradually rise, and when its command current reaches upper limit, current-limiting link of controller will be started to reduce actual output current of the inverter [14] . DC component attenuation (expressed by dotted line in the middle) of a VSC-based renewable energy, obtained by halving the vertical line between two envelop lines (dotted lines), is shown in Figure 5a ,b. As inductive current in short-circuit loop cannot experience sudden change, this will generate DC component to make instantaneous value of post-fault short-circuit current be equal to the value before fault happens. DC components of three-phase short-circuit current in Figure 5a are extracted separately, and decomposed three-phase DC components are shown in Figure 6a . It can be known that three-phase DC components are unequal, but all of them attenuate according to the same exponential rule and finally attenuate to zero. In the meantime, the AC components of short-circuit current can be further decomposed, as shown in Figure 6b . AC components are mainly three-phase sinusoidal current with equal amplitude and symmetrical phase positions, and envelop lines of AC components present attenuation trend, for the convenience of observation, only a-phase current is presented in Figure 6b . According to exponential attenuation rule analysis of envelop lines of AC components, AC components of VSC-based renewable energy only attenuate according to one time constant, which is different from attenuation process of two time constants (sub-transient and transient) of synchronous generator. Thus the correctness of full current Equation (1) Through multiple tests of photovoltaic inverter ES-5TLT, inductance L c and resistance R c , calculated by Equation (7), are 0.149 pu and 0.069 pu respectively, namely |Z c | = 0.164 pu. Terminal voltage of photovoltaic inverter, in Figure 5b , falls to 0.18 pu after fault, initial AC component value of its three-phase short-circuit current is 1.346 pu, which is smaller than limiting current I max = 1.4 pu, and thus, equivalent internal potential of VSC-based renewable energy can be estimated as 0.401 pu. Through multiple tests of photovoltaic inverter ES-5TLT, inductance Lc and resistance Rc, calculated by Equation (7), are 0.149 pu and 0.069 pu respectively, namely c Z = 0.164 pu. Terminal voltage of photovoltaic inverter, in Figure 5b , falls to 0.18 pu after fault, initial AC component value of its three-phase short-circuit current is 1.346 pu, which is smaller than limiting current Imax = 1.4 pu, and thus, equivalent internal potential of VSC-based renewable energy can be estimated as 0.401 pu. Equivalent potential s E  , impedance c Z and limiting current Imax are substituted into Equation (9) Phase difference between internal potential and terminal voltage is generally smaller than 10°, when the terminal voltage falls to 0.18 pu, blue line is located in operation range of terminal voltage, and VSC-based renewable energy maintains fault ride-through operation. However, when terminal voltage fails to 0.17 pu, the fault voltage is outside shadow area and it is lower than critical voltage, which results in inverter blocking, as shown in Figure 5c , and output current of VSC-based renewable energy gradually reduces to 0.
According to requirements for grid connection test of photovoltaic inverter, when its fault voltage is higher than 0.2 pu, fault ride-through operation must be kept within a certain time. When it's lower than 0.2 pu, there are differences in fault ride-through operation abilities of different products. During the experimental process, test data with small voltage drop amplitude are used to obtain equivalent impedance and internal potential, and then critical voltage of VSC-based renewable energy under fault ride-through operation is estimated, and it can be used to determine setting of voltage drop amplitude in the experiment. Equivalent circuits of VSC-based renewable energy under transient and steady states are applied to short-circuit current calculation of traditional power grid, and then short-circuit currents under different short-circuit period can be calculated.
Three-Phase Short-Circuit Current Calculation of Power Systems with High Penetration of VSC-Based Renewable Energy
AC Component Calculation of Three-Phase Short-Circuit Current in Power Systems
For short-circuit current calculation in power systems, the system equivalent circuit is usually simplified as a linear electric network with active components [35] in Figure 8 . The superposition theorem can be applied to calculate voltage and current responses in this active network. Using the superposition theorem, when a fault is occurred at node f through the impedance zf, then the fault node is considered to be supplied with a negative voltage source, equal to the voltage at that location in normal state, while all of the other sources are set to zero. Phase difference between internal potential and terminal voltage is generally smaller than 10 • , when the terminal voltage falls to 0.18 pu, blue line is located in operation range of terminal voltage, and VSC-based renewable energy maintains fault ride-through operation. However, when terminal voltage fails to 0.17 pu, the fault voltage is outside shadow area and it is lower than critical voltage, which results in inverter blocking, as shown in Figure 5c , and output current of VSC-based renewable energy gradually reduces to 0.
Three-Phase Short-Circuit Current Calculation of Power Systems with High Penetration of VSC-Based Renewable Energy
AC Component Calculation of Three-Phase Short-Circuit Current in Power Systems
For short-circuit current calculation in power systems, the system equivalent circuit is usually simplified as a linear electric network with active components [35] in Figure 8 . The superposition theorem can be applied to calculate voltage and current responses in this active network. Using the superposition theorem, when a fault is occurred at node f through the impedance z f , then the fault node is considered to be supplied with a negative voltage source, equal to the voltage at that location in normal state, while all of the other sources are set to zero. U  in the network [8, 35] can be expressed as:
where G represents the set of active nodes in the network, j I  is the injected current at active nodes, Zij, Zif are the impedance elements of nodal impedance matrix of the network. It can be seen that the nodal voltage is superposed by two parts. The first part is the voltage generated by all of the power in the network when f 0 I =  , namely normal component; the second part is the voltage generated by short-circuit current f I  , namely fault component. Thus, the post-fault voltage i U  can be calculated by superposing the above two components, and the corresponding current can also be obtained by the same superposition idea. After a short-circuit fault occurs in the power system with VSC-based renewable energy, a certain increasing amplitude will occur to VSC-based renewable energy as relative to output current under normal operation [36] . At the moment, an increment of current injected by VSC-based renewable energy will generate additional fault component in short-circuit current. It is assumed that VSC-based renewable energy is installed at node k, and the short-circuit current at node k can be decomposed into normal component and fault component by the superposition theorem. Then, the AC fault component of short-circuit current can be obtained according to Equation (1):
where ik(t) is the short-circuit current injected by VSC, ik|0|(t) and Δik(t) are the normal component and the fault component, Δik∞(t) and Δi′k(t) are the fault steady component and the fault transient component respectively. AC component amplitude of short-circuit current presents attenuation trend with time. Bu,t in engineering calculation, more attention is given to initial value and steady value of its AC component, so two moments in transient period t = 0 and steady period t = ∞, during fault process, are selected to calculate initial value and steady value of AC component. U i in the network [8, 35] can be expressed as:
where G represents the set of active nodes in the network, .
I j is the injected current at active nodes, Z ij , Z if are the impedance elements of nodal impedance matrix of the network. It can be seen that the nodal voltage is superposed by two parts. The first part is the voltage generated by all of the power in the network when U i can be calculated by superposing the above two components, and the corresponding current can also be obtained by the same superposition idea.
After a short-circuit fault occurs in the power system with VSC-based renewable energy, a certain increasing amplitude will occur to VSC-based renewable energy as relative to output current under normal operation [36] . At the moment, an increment of current injected by VSC-based renewable energy will generate additional fault component in short-circuit current. It is assumed that VSC-based renewable energy is installed at node k, and the short-circuit current at node k can be decomposed into normal component and fault component by the superposition theorem. Then, the AC fault component of short-circuit current can be obtained according to Equation (1):
where i k (t) is the short-circuit current injected by VSC, i k|0| (t) and ∆i k (t) are the normal component and the fault component, ∆i k∞ (t) and ∆i k (t) are the fault steady component and the fault transient component respectively. AC component amplitude of short-circuit current presents attenuation trend with time. But in engineering calculation, more attention is given to initial value and steady value of its AC component, so two moments in transient period t = 0 and steady period t = ∞, during fault process, are selected to calculate initial value and steady value of AC component. E k /Z ck . In steady period of power grid fault, it can be known from Figure 3c that VSC-based renewable energy is equivalent to current source injecting fault steady component ∆ . I k∞ at the node, and its equivalent circuit is shown in Figure 9b . When considering power grid with high penetration of VSC-based renewable energy, it is assumed that m sets VSC-based renewable energy are installed in power grid, and three-phase shortcircuit fault happens at node f. Superposition theorem is used to decompose fault network into normal component network and fault component network as shown in Figure 10 , where G represents power source node and G1~Gk are grid-connected points of conventional power sources; Gk+1~Gk+m are grid-connected points of VSC-based renewable energy; D represents load node, D1~Dn are load grid-connected points, constant impedance Z represents load and f is short-circuit fault point (for a bolted short-circuit, zf = 0).
As shown in Figure 10a impedance Zc needs adding to VSC-based renewable energy side. When considering power grid with high penetration of VSC-based renewable energy, it is assumed that m sets VSC-based renewable energy are installed in power grid, and three-phase short-circuit fault happens at node f. Superposition theorem is used to decompose fault network into normal component network and fault component network as shown in Figure 10 , where G represents power source node and G 1~Gk are grid-connected points of conventional power sources; G k+1~Gk+m are grid-connected points of VSC-based renewable energy; D represents load node, D 1~Dn are load grid-connected points, constant impedance Z represents load and f is short-circuit fault point (for a bolted short-circuit, z f = 0). When considering power grid with high penetration of VSC-based renewable energy, it is assumed that m sets VSC-based renewable energy are installed in power grid, and three-phase shortcircuit fault happens at node f. Superposition theorem is used to decompose fault network into normal component network and fault component network as shown in Figure 10 , where G represents power source node and G1~Gk are grid-connected points of conventional power sources; Gk+1~Gk+m are grid-connected points of VSC-based renewable energy; D represents load node, D1~Dn are load grid-connected points, constant impedance Z represents load and f is short-circuit fault point (for a bolted short-circuit, zf = 0).
As shown in Figure 10a , impedance Zc needs adding to VSC-based renewable energy side. Short-circuit currents of branches are obtained by superposing normal currents and fault components, the former can be obtained through load flow calculation, so only fault components are analyzed. For fault steady period, the equation of node voltage expressed by node impedance matrix [8, 27 ] is as follow:
where:
where ∆U i is fault component of node voltage; I i is injected current towards node i; coefficient matrix Z is namely node impedance matrix. The voltage fault component at the fault node ∆ . U f in Equation (12) is separately by superposition theorem as follow:
. . .
Then, according to Equation (14), AC component of short-circuit current can be obtained as:
If diagonal elements of node impedance matrix as well as related mutual impedance are already known, short-circuit current at any short-circuit point can be solved. Short-circuit current . I f∞ is substituted into Equation (12) to calculate voltage fault component at any node, then add the normal components to the fault components, post-fault voltage of each node can be obtained as follows:
Short-circuit current flowing through any branch can be calculated, according to node voltages and branch impedances in the above equation, and thus voltage and current distribution in post-fault network can be obtained. For fault transient period, subtransient reactance is used to replace synchronous reactance in conventional power source, and earth branch Z c should be added to nodes of VSC-based renewable energy to form a new impedance matrix; initial AC component value I of short-circuit current is calculated according to Equations (12)- (16), and its calculation method is similar to that during fault steady period, so unnecessary details will not be given here.
Peak Value Calculation of Three-Phase Short-Circuit Current in Power Systems
In order to verify dynamic stability of electrical equipment, the peak value of short-circuit current needs to be calculated, at the moment, DC component of short-circuit should be firstly determined. Due to the equivalent circuit for DC short-circuit current is also simplified as a linear electric network [35] , the superposition theorem can also be applied to calculate the DC short-circuit current, and then combining the AC and DC short-circuit currents to obtain the peak value of three-phase short-circuit. The VSC-based renewable energy does not inject the DC component into the power grid under normal operation, and the DC fault component of VSC-based renewable energy at node k can be obtained according to Equation (1), as follows: (17) where T ak is attenuation time constant of DC component for VSC-based renewable energy at node k, and it's related to equivalent impedance of VSC-based renewable energy and network impedance from fault point to the system. For VSC-based renewable energy at different nodes, series circuit between equivalent impedance Z c and self-impedance Z kk at grid-connected point can be used to calculate DC attenuation time. Similarly, for a conventional power source at access node n, its injected DC component is as follows: [8, 27] 
where ∆E n = E n − U n , E n is subtransient potential, U n is terminal voltage after fault, and x dn is subtransient reactance; T an is DC attenuation time of the conventional power source at node n, and its calculation method is similar to VSC-based renewable energy. When multiple VSC-based renewable energy is connected to the power grid, as DC component doesn't exist in normal network, and fault network of DC components is just fault component network, as shown in Figure 11 .
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In Figure 11 , all of the conventional power sources and VSC-based renewable energy inject DC components by current sources, as DC components don't generate induced potentials through inductances, only resistance parameters are considered in the network. Similar to Equation (12) , node voltage equation is expressed as follow: = idc idc u Ri Δ (19) where In Figure 11 , all of the conventional power sources and VSC-based renewable energy inject DC components by current sources, as DC components don't generate induced potentials through inductances, only resistance parameters are considered in the network. Similar to Equation (12) , node voltage equation is expressed as follow: (19) where
where ∆u idc is DC component of node voltage, i idc is DC component of external injected current at node i, coefficient matrix R is namely real part of node impedance matrix Z. Similar to the derivation of Equation (15), the DC component of fault point can be obtained as:
The peak value is estimated under the severest situation, using AC component and DC component of short-circuit current during transient period. In consideration of the most serious short-circuit, it is assumed that the system is under no-load operation before fault, and instantaneous short-circuit current value reaches maximum within half a cycle after fault, namely t = 0.01 s. Then, the peak value i fM at fault point and its effective value I fM are as follows:
where I f is initial AC component value of short-circuit current, and i fdc (0.01) is DC component value of 0.01 s after fault. Fault characteristics of VSC-based renewable energy are different from those of conventional power sources. Through the analysis of short-circuit current expression of VSC-based renewable energy, its fault process can be divided into transient and steady states, where transient state includes AC component attenuation and DC component attenuation. During short-circuit current calculation of power grid with high penetration of VSC-based renewable energy, equivalent impedances, and equivalent internal potentials under different voltage drops are obtained through experimental test, mutual iterations of transient equivalent model and network equation are implemented to update fault components of short-circuit current, and then AC and DC components of three-phase short-circuit in the network can be obtained accurately.
In order to simplify engineering calculation process, considering the severest situation, as post-fault I m will not exceed I max , and transient current I m of VSC-based renewable energy is taken as I max in this paper; I m∞ can be solved through power reference values P*, Q* and command current. They are substituted into fault component equations of AC and DC components, respectively; the initial values and steady values of AC components, as well as DC components at different moments can be calculated by superposition theorem. Then the peak value is estimated by initial AC component values and DC component values, which is used to guide equipment selection and dynamic stability test.
Simulation Analysis
Renewable energy installed capacity proportions of Huainan power grid and Huaisu power grid are 64% and 44% relative to the maximum load in 2018, both of which have reached high permeability levels. Taking grid structures and parameters of Huainan and Huaisu power grid as examples, the proposed method is used to calculate short-circuit currents under different fault nodes, meanwhile a simulation model in MATLAB/Simulink is established, calculated results and simulation results are compared, and the correctness of the proposed method is verified. As influence of load on short-circuit current is usually neglected in practical calculation, the following examples have completed calculation and simulation under no-load conditions before fault.
Photovoltaic power stations in the calculated examples all consist of 500 kW photovoltaic generating sets, where rated voltage of each generating set is 315 V, power factor is 1 (main parameters are shown in Appendix A), upper limit output current of each photovoltaic inverter is 1.5 times of rated current, and voltages of generating units rise to 35 kV through step-up transformers. As impedances of collecting power lines for photovoltaic power stations are small, detailed collecting power lines will not be taken into account in calculated examples.
500 kV Case in Huainan Area
Calculation and simulation analysis are carried out for 500 kV grid structure of Huainan power grid, and its network structure is shown in Figure 12 . In Figure 12a , green points represent 220 kV substations, and red points represent 500 kV substations, including Fengtai, Tangzhuang, Gaocheng, Luochang, Kongdian, and Feibei. Green filled area in the point represents grid-connected point of photovoltaic, and photovoltaic allowed capacity is labeled and filled by yellow. Simplified structure is shown in Figure 12b , 480 MW and 960 MW photovoltaic power stations are connected into Tangzhuang and Gaocheng, respectively, and the impedance parameters of all branches are shown in Table 2 . Considering fluctuation of photovoltaic power generations with light illumination in actual operation, illumination intensities, input by all photovoltaic power generations, in normal operation and after fault are all selected as 1000 W/m 2 in simulation, input environmental temperature is 30 • C, and output power of photovoltaic power generation is mainly determined by illumination intensity.
Calculation and simulation analysis are carried out for 500 kV grid structure of Huainan power grid, and its network structure is shown in Figure 12 . In Figure 12a , green points represent 220 kV substations, and red points represent 500 kV substations, including Fengtai, Tangzhuang, Gaocheng, Luochang, Kongdian, and Feibei. Green filled area in the point represents grid-connected point of photovoltaic, and photovoltaic allowed capacity is labeled and filled by yellow. Simplified structure is shown in Figure 12b , 480 MW and 960 MW photovoltaic power stations are connected into Tangzhuang and Gaocheng, respectively, and the impedance parameters of all branches are shown in Table 2 . Considering fluctuation of photovoltaic power generations with light illumination in actual operation, illumination intensities, input by all photovoltaic power generations, in normal operation and after fault are all selected as 1000 W/m 2 in simulation, input environmental temperature is 30 °C, and output power of photovoltaic power generation is mainly determined by illumination intensity. In order to further verify the accuracy and correctness of the calculation method proposed in this paper, a conventional method, which treats VSC-based renewable energy as conventional voltage sources, is used to compare with the proposed method in this paper, and values of steady short-circuit currents and initial AC component are calculated when three-phase short-circuit happens to 6 substations respectively, finally a comparative verification is implemented with simulation data. During transient and steady calculation processes, 1.5 and 1.3 times of rated output currents are respectively taken for VSC-based renewable energy in conventional method, and results are solved as seen in Figure 13 . In order to further verify the accuracy and correctness of the calculation method proposed in this paper, a conventional method, which treats VSC-based renewable energy as conventional voltage sources, is used to compare with the proposed method in this paper, and values of steady shortcircuit currents and initial AC component are calculated when three-phase short-circuit happens to 6 substations respectively, finally a comparative verification is implemented with simulation data. During transient and steady calculation processes, 1.5 and 1.3 times of rated output currents are respectively taken for VSC-based renewable energy in conventional method, and results are solved as seen in Figure 13 . In Figure 13a , steady short-circuit current values calculated through two different methods are compared with simulation data, and it can be seen from histogram that the proposed method in this paper is closer to simulation results, and maximum relative error is 2.64%, which is lower than 8.33% of the conventional method. Figure 13b shows comparison results of initial AC component values, and relative error of the proposed method doesn't exceed 1.48%, which is still lower than 6.16% of conventional method. Based on a comparison from the angle of mean error, mean error of this method, and conventional method are 0.92% and 5.74%, respectively, and it further certifies that this method is more accurate than conventional method. Moreover, by comparing Figure 13a ,b, it can be found that mean error 0.92%, during calculation of initial AC component value, is smaller than mean error 2.1% of steady short-circuit current in this method, which embodies the superiority of this method in calculation of fault transient period.
Taking Kongdian substation as an example, short-circuit DC component is calculated, which is used to evaluate the peak value with initial AC component value. Calculated results that were obtained through two methods are compared with simulation waveform data, as shown in Figure 14 . In conventional method, impulse coefficient K M is used to multiply by initial AC component value for approximate estimation of peak value, namely K M = 1.8. In Figure 14 , post-fault 0.01 s is taken as maximum instantaneous value of short-circuit value, namely peak value, black square represents simulation data, while red and green squares represent calculation results of this method and conventional method respectively. It can be known from this figure that results of this method are closer to simulation results, but the conventional method has a certain deviation, and then it's proved that this method contributes more to accurate evaluation of peak value at fault point. In Figure 13a , steady short-circuit current values calculated through two different methods are compared with simulation data, and it can be seen from histogram that the proposed method in this paper is closer to simulation results, and maximum relative error is 2.64%, which is lower than 8.33% of the conventional method. Figure 13b shows comparison results of initial AC component values, and relative error of the proposed method doesn't exceed 1.48%, which is still lower than 6.16% of conventional method. Based on a comparison from the angle of mean error, mean error of this method, and conventional method are 0.92% and 5.74%, respectively, and it further certifies that this method is more accurate than conventional method. Moreover, by comparing Figure 13a ,b, it can be found that mean error 0.92%, during calculation of initial AC component value, is smaller than mean error 2.1% of steady short-circuit current in this method, which embodies the superiority of this method in calculation of fault transient period.
Taking Kongdian substation as an example, short-circuit DC component is calculated, which is used to evaluate the peak value with initial AC component value. Calculated results that were obtained through two methods are compared with simulation waveform data, as shown in Figure  14 . In conventional method, impulse coefficient KM is used to multiply by initial AC component value for approximate estimation of peak value, namely KM = 1.8. In Figure 14 , post-fault 0.01 s is taken as maximum instantaneous value of short-circuit value, namely peak value, black square represents simulation data, while red and green squares represent calculation results of this method and conventional method respectively. It can be known from this figure that results of this method are closer to simulation results, but the conventional method has a certain deviation, and then it's proved that this method contributes more to accurate evaluation of peak value at fault point. In Figure 13b , the initial AC component value in Kongdian substation is close to 50 kA, which may be exceeding the allowable value. At the moment, short-circuit current level can be limited by reducing the photovoltaic allowed capacity. Assume the original scheme is with the photovoltaic capacity in Figure 12 , and the modified scheme is reduced all photovoltaic capacity to 0.6 times of that in the original scheme. The comparison of initial AC component values between the original scheme and the modified scheme is shown in Figure 15 . When the photovoltaic capacities reduce, the short-circuit current of each substation decreases with different degrees, and the short-circuit current of Kongdian substation is much less than the allowable value of 50 kA. The substation closer to gridconnected point of photovoltaic, the change of photovoltaic capacity will have a greater effect on its short-circuit current. In Figure 13b , the initial AC component value in Kongdian substation is close to 50 kA, which may be exceeding the allowable value. At the moment, short-circuit current level can be limited by reducing the photovoltaic allowed capacity. Assume the original scheme is with the photovoltaic capacity in Figure 12 , and the modified scheme is reduced all photovoltaic capacity to 0.6 times of that in the original scheme. The comparison of initial AC component values between the original scheme and the modified scheme is shown in Figure 15 . When the photovoltaic capacities reduce, the short-circuit current of each substation decreases with different degrees, and the short-circuit current of Kongdian substation is much less than the allowable value of 50 kA. The substation closer to grid-connected point of photovoltaic, the change of photovoltaic capacity will have a greater effect on its short-circuit current. 
220 kV Case in Huaisu Area
220 kV Huaisu power grid mainly includes 35 substations, like Suixi, Nanping, and Huaibei substations, and its main structure is shown in Figure 16 . Green filled area in the point represents grid-connected point of photovoltaic, photovoltaic allowed capacity is labeled and filled by yellow, and it can be seen from the figure that photovoltaic connection presents features of large quantity and dispersity, and branch impedance parameters in all of the substations are listed in Appendix B. As there are a great number of nodes in this calculated example, calculation results of only some nodes are listed in this paper, and details are seen in Figure 17 . Each sector area, in Figure 17a , is corresponding to calculation result of initial AC component value of one substation, length of sector radius represents short-circuit current value, and different colors represent results obtained through different methods. According to sector areas with different colors that are shown in the figure, it can be known that calculation results obtained through the method proposed in this paper are closest to simulation data, its sector area nearly overlaps with simulation result. But there is some deviation in calculated results obtained through conventional method, comparing with simulation results, where maximum absolute error of conventional method reaches 2.31 kA, while that of the proposed method is only 0.36 kA. Comparison of relative errors of two methods is shown in Figure 17b , and maximum relative error of the method proposed in this paper doesn't exceed 2%, while that of conventional method reaches as high as 7%. The above data have further verified initial AC component values, 
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As there are a great number of nodes in this calculated example, calculation results of only some nodes are listed in this paper, and details are seen in Figure 17 . Each sector area, in Figure 17a , is corresponding to calculation result of initial AC component value of one substation, length of sector radius represents short-circuit current value, and different colors represent results obtained through different methods. According to sector areas with different colors that are shown in the figure, it can be known that calculation results obtained through the method proposed in this paper are closest to simulation data, its sector area nearly overlaps with simulation result. But there is some deviation in calculated results obtained through conventional method, comparing with simulation results, where maximum absolute error of conventional method reaches 2.31 kA, while that of the proposed method is only 0.36 kA. Comparison of relative errors of two methods is shown in Figure 17b , and maximum relative error of the method proposed in this paper doesn't exceed 2%, while that of conventional method reaches as high as 7%. The above data have further verified initial AC component values, obtained through the proposed method, are more accurate and are also applicable to complex power systems. obtained through the proposed method, are more accurate and are also applicable to complex power systems. Similar to Section 3.1, impulse coefficient KM = 1.8 is taken in conventional method to evaluate peak value, and its comparison with calculation results obtained through the method in this paper is as shown in Figure 18 . Difference between calculation result of conventional method and simulation result is larger, and maximum relative error reaches as high as 22.98%, but relative error of the method proposed in this paper doesn't exceed 10%, which is within acceptable range.
Energies 2018, 11, x 19 of 25 obtained through the proposed method, are more accurate and are also applicable to complex power systems. Similar to Section 3.1, impulse coefficient KM = 1.8 is taken in conventional method to evaluate peak value, and its comparison with calculation results obtained through the method in this paper is as shown in Figure 18 . Difference between calculation result of conventional method and simulation result is larger, and maximum relative error reaches as high as 22.98%, but relative error of the method proposed in this paper doesn't exceed 10%, which is within acceptable range. Similar to Section 3.1, impulse coefficient K M = 1.8 is taken in conventional method to evaluate peak value, and its comparison with calculation results obtained through the method in this paper is as shown in Figure 18 . Difference between calculation result of conventional method and simulation result is larger, and maximum relative error reaches as high as 22.98%, but relative error of the method proposed in this paper doesn't exceed 10%, which is within acceptable range. It can be known from the above analyses that, the calculation method in this paper is reasonably effective for three-phase short-circuit current calculation of complex power system with high penetration of VSC-based renewable energy. From simple network to complex network, structural parameters of Huainan and Huaisu power grids are used to verify accuracy of the proposed method. This method is suitable for three-phase short-circuit current calculation of complex systems, and initial AC component value and peak value can be accurately evaluated.
Due to the connection of photovoltaic in adjacent substations, the initial AC component value of Suixi is close to the allowable value of 50 kA, in Figure 17a . By moving the adjacent photovoltaic substations of Wuliying and Nanping to Jiangnan, which is far from Suixi, a modified scheme is shown in Figure 19 to restrain the short-circuit current of Suixi. The initial AC component values of the original scheme in Figure 16 and the modified scheme in Figure 19 are compared in Figure 20 . It can be known the short-circuit current of Suixi substation is effectively limited, and the short-circuit current of Nanping is also reduced, while the short-circuit current of Jiangnan has been increased by a small amplitude. The short-circuit current does not exceed the interrupting capacity of breakers, so the proposed method of short-circuit current calculation can be used to achieve the grid-connected scheme of VSC-based renewable energy when considering short-circuit current limitation constraints. It can be known from the above analyses that, the calculation method in this paper is reasonably effective for three-phase short-circuit current calculation of complex power system with high penetration of VSC-based renewable energy. From simple network to complex network, structural parameters of Huainan and Huaisu power grids are used to verify accuracy of the proposed method. This method is suitable for three-phase short-circuit current calculation of complex systems, and initial AC component value and peak value can be accurately evaluated.
Due to the connection of photovoltaic in adjacent substations, the initial AC component value of Suixi is close to the allowable value of 50 kA, in Figure 17a . By moving the adjacent photovoltaic substations of Wuliying and Nanping to Jiangnan, which is far from Suixi, a modified scheme is shown in Figure 19 to restrain the short-circuit current of Suixi. The initial AC component values of the original scheme in Figure 16 and the modified scheme in Figure 19 are compared in Figure 20 . It can be known the short-circuit current of Suixi substation is effectively limited, and the short-circuit current of Nanping is also reduced, while the short-circuit current of Jiangnan has been increased by a small amplitude. The short-circuit current does not exceed the interrupting capacity of breakers, so the proposed method of short-circuit current calculation can be used to achieve the grid-connected scheme of VSC-based renewable energy when considering short-circuit current limitation constraints. 
Conclusions
In this paper, measured short-circuit current waveforms of a VSC-based renewable energy was firstly analyzed, and then a full current expression was acquired, based on which superposition theorem was used to derive three-phase short-circuit AC and DC components, respectively, and then calculation method of three-phase short-circuit current was proposed, so as to obtain peak value. A simulation model was established in MATLAB/Simulink, through analysis of calculated examples-Anhui 500 kV and 220 kV power grids, it is verified that the proposed method could effectively calculate initial short-circuit AC component and peak value. The study shows that short-circuit current of a VSC-based renewable energy mainly consists of three parts: attenuated periodic AC component, steady short-circuit current and attenuated DC component. As VSC-based renewable energy has unique fault characteristics, its output current after fault is incorporated into fault component network, a corresponding impedance matrix is formed specific to different equivalent circuits in fault steady and transient states, and then a superposition theorem is used to accurately evaluate three-phase short-circuit current, so as to provide a basis for grid planning and design, short-circuit current management as well as protection calculation.
